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REQUIRED 16" d CASING
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LJS ARMY CORPS OF
ENGINEERS DRAWING
NO. WR 3-4/5 AND
WR 3-5/5.

ALL VALVES AND FITIINGS SHALL
BE STANDARD DUCTILE IRON FITIINGS
AS SPECIFIED IN THE ATIACHED
SPECIFICATIONS~

STANDARD DEPTH OF THE NEW
12" d LINE SHALL BE NO LESS THAN
5'-0" BELOW EXISTING GRADE.

ALL NEW 12" d PIPE SHALL MEET csoo
STANDARDS FOR PLASTIC PIPE.
AND SHALL BE RATED AS PER
ATIACHED SPECIFICATIONS•

GENERAL NOTES
ALL CONNECTIONS SHALL MEET ALL
SPECIFIED REQUIREMENTS AS PlJRSlJANT

CITY PORTLAND BlJREAU OF WATER
WORKS STANDARDS, AS WELL AS ALL OTHER
RELEVANT SPECIFICATIONS AS DEFINED WITHIN
THE STANDARD CONSTRLJCTION SPECIFICATIC)f\JS,
DEPARTMENT OF PUBLIC WORKS, CITY OF
PORTLAND.

ALL FITTINGS REDIJCING FROM
THE 12" d C900 WATER MAIN TO OTHER"
SHALL CONSIST OF STANDARD.
APPROVED TRANSITIONS FOR THE
SPECIFIED APPLICATION.

+

ALL 12" d NEW PIPE SHALL BE SUPPORTED
AS REQUIRED. BY lYPICAL THRUST BLOCK
LAYOUTS AS DEFINED BY STANDARD PLAN
DWG U-3.

FOR COMPACTION AND ALL OTHER TRENCH
REQUIREMENTS, SEE ATIACHED SPECIFICATIONS.

NEW 12" d PIPE TRENCH SHALL CONFORM
TO THE STANDARD CONFIGURATION
AS DEFtNED BY: BUREAU OF WATER
WORKS, crrr OF PORTLAND, STANDARD
PLAN (SEE DWG U-3).

+
ALL FIRE HYDRANTS, NEW OR EXISTING, SEE SITE WATER HOOK-UP DETAILS I
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EXISTING FIRE HYDRANT
SHALL BE RE-ATIACHED
AS PER ATIACHED SPEC·S.

EXISTING 24" s

(WI 12" d. WATE~MP VAULT
NEW WATER VALVE__

LINE: START)

(~

"'l '
I.LI ;::.~

?; ffJ .
--J :r -~-'--;-..--.-" · · . . · . .. · · ·
<I>~ ~'-" ••.•:r <I>~.-'-:-.~ '-.' .•••• .' .'. • . · ·

U:r · · '~'21; · · · · · · · · · ·
f--f­
~'-
l:­ ,

EXISTING NON
12" d VALVE:. -FUNCTIONING

,\,~
.~ .,-- SITE POWER

(UNDERGROUND)

+ + +
END OF WATER
LINE PROJECT

DATE: 12/27/~3

NO,

BBB3

PORTLAND, OREGON

fED ~G 199,'

1111" OF. BUILD NOS U - 2

SITE UTILITIES LAYOUT
NEW WATER LINE LAYO UT

ORAWN: GWS CHECKED:

REVISIONS

DRAWING TITLE:

PROJECT TITLE:

ASH GROVE CEMENT COMPAN
PORTLAND DISTRIBUTION TERMINAL

@STORCH CORPORA~ON/EN~NEERS
703 BROADWAY, VANCOUVER t WA
TEL: (206) 694_0335 FAX: (206) 694-0445

NEW 12" d GATE VALVE
TO BE INSTALLED IN
EXISTING WATER LINE.
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12" d WATER LINE TO BE ABANDONE

SITE UTILITY LAYOUT
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INCH WHEN DRAWING
IS PLOTTED F'ULL SIZE.
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CURVE DATA
0"1;01'15'51"
R"",' 163.64'
L='f25.GS'
CBr:$ 4tr02'3B"E
CD;,"'25.68' CURVE: p.!UA

D=04·21 ',32"
R::::893.30'
L-67.96'
C8=S 44'2,9'49"E
CO\llll67.94'

EXCJlalT U A"

ffiQEE.RTY OWNER:
ASH GROVE CEM£NT COMPANY
STA rE ID: 7N1E28A 500
RNO: R237733
pr-?OJECT ID: 3056
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NOTE: STRUCTURES AND
IMPROV£MEN1'S MUST BE
DESIGNED TO ATTAIN A
ZERO LOAD ON THE SEWff~

FACILITI£S AND NOT
AFFEcr THE INTEGRITY OF
THE SEWER.

SIDE esc TUNNEL JOG ND.

PIPElJNE 5516
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